ADDENDUM NUMBER 2

COUNTY TRUNK RADIO INSTALLATION

AT GREENFIELD AT&T TOWER

5300 West Layton Avenue

Greenfield, WI 53220

Project Number: 0O620-10653

Date of Addendum: November 23, 2010

This Addendum to the Contract Documents is issued to modify, explain or correct the
original documents, dated November 5, 2010, and is hereby made part of the Contract

Documents. Acknowledge receipt of this Addendum in the space provided on the Bid
Form, or bid may be rejected.

BIDDING DOCUMENTS

Change Bid Due Date to December 1, 2010 at 2:00 P.M.

DRAWINGS

Delete Drawings E-1 and E-2 dated 11/09/10 that were issued with Addundum No. 1 and

Replace with Drawings E-1 and E-2 that has the revision date 11/18/10 and described
as Addendum #2.

End of Addendum No. 2
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NG CONDITIONS / DEMOLITION

DEMOLITION SHEET NOTES

EXISTING DIECONNECT SWITCH TO BE DEMOLISHED. SEE
CHE-LINE DIAGRAM FOR MORE, INFORMATION.

REMOVE EXISTING SECONDARY FEEDER TO DISCONNECT
SWITCH. FEEDERIS {3} #3 & (1) #G IN 11147 FMC.

REMOVE EXISTING FEEDER RETWEEN LOAD-SIDE OF
DISCONNECT SWITCH ANO SKVA BUCKBOOST TRANSFORMER.
FEEDER 15 (2) #10 B (3) #10G IN 122" FMG.

i
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FLOOR

CHOR {NISTRUT UPRIGHTS
TO CEILIKG (TT‘PT

ROVIDE 3—1,2" URISTRUT
BRACES FOR {JEW CONDUIT
SUFPORT.

ROVIDE 1-1/2" UNISTRUT
BRACES A5 REQUIRED TO
SECURELY MOUNT NEW
FARELECARDS,

CHOR UKISTRUT UPRIGHTS
10 FLOOR (TYP)

NISTRUT MOUNTING DETAIL

NEW PLAN SHEET NOTES

EXISTING GROUNDING SYSTEM TQ BE EXYENDED AS SHOWN.
EXISTING GROUND BAR IS CURRENTLY FULL AND SERVED WITHA
#3m AWG COPPER TERMINATING OM A BINGLE LUG. REPLACE
SINGLE LUG WITH A LUG CAPABLE OF TERMINATING (2) #3/0 AWG
CONDUCTORS. RE-MOUNT LUG TC EXISTING GROUND BAR AND
RE-TERMINATE INCOMING #3110 AWG. CONHECT HEW s
CORPER CONDUCTOR TO SPARE LUG AND EXTERD TONEW
GROUND BAR INDIGATED BY NOTE #2. MEY CABLE SRALL BE
ROUTED THROUGH NON-METALLIC CONDUIT UTILIZING SOFT
BENDS. METALLIC FASTHERS AND COUPLERS SHALL NOTBE

PROVIDE NEW 12°x2"x1/4" COPPER GROUND BAR MOUNTED
ABCVE DOOR IN RADIO ROOM SPAGE. USE 2* INSULATORS TO
STAND BAR OFF OF WALL. BAR SHALL BE PRE-DRILLER TO
ACCOMMODATE (8) 2-HOLE COMPRESSIOHN LUGS. REFER TO
NOTE #! FOR GROUNDING COMDUCTOR REQUIREMENTS,

NEW PANEL "LEQ/" TO SERVE NEW EQUIPMENT AND BACKFEED
EXISTING UPS AND PANEL. SEE OMELINE DIAGRAM FOR MORE
INFORMATION, MOUNT SUCH THAT TOP OF PANEL 15 BELOW
TRANSFER GRILL.

RE-FEED EXISTING BUCK/BCOST TRNASFORMER FROM NEW
PAMEL "LEQH®, PROVIDE (3) #10 AWG IN /4° EMT CONDUIT.

FEED NEW PANEL "LEQ/" FROM SECONDARY OF TRANSFORMER.
PROVIDE (2)#1/0 & {1} #6 AWG [N 2* EMT. FLEXIBLE METALLIC
CONDUIT IS ACCEPTABLE FUR FINAL 18 AT TRANSFORMER
TERMINATION ONLY.

EXISTING UPS TO BE RELOCATED FRCH ANGTHER SITE. INSTALL
AND CONNECT AS SHOWN ON ONE-LINE DIAGRAM. E.C. SHALL
COORDINATE DISCONNECTIOMREMOVAL FROM CURRENT SITE
AND REINSTALLATION 1N NEW RADIO ROOM.
@ NEW PANEL “UPSR2" TO AE INSTALLED AND WIRED PRIOR TO
1] LY (!

E.

NEW UNISTRUT FRAME BY E.C. ANCHOR STRUT UPRIGHTS TO
FLOGR AND GEILING. CEILING CONSISYS OF PRECAST PLANKING,
SEE DETALL "JE-2" FOR MORE INFORMATION. MOUNT HEAR THE
EXISTING FENCE AS TIGHT AS POSSIBLE TO ALLOW FOR
MAXIMUM PANELBOARD CLEARANCE BEHIND DOOR.
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